BLDG 88—EMERGENCY CIRCUIT BREAKERS

APPLICATION

In case of fire or other emergency,

LOCATION AND USE
EMERGENCY PROCEDURE

WORK STEPS: Shutting Off Power to Bidg 88

¢ IFyo
devic

u can safely enter Bldg 88 Switchgear Room 067 and Equipment Room 045,
es listed in Table A as needed to shut off power in discrete areas.

effect partial or complete shutoff of power to Building 88.
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OPEN the disconnect

o IF only the transformer pad is accessible, isolate Bldg 88 from the Grizzly Substation as follows:
OPEN secondary mains 80A MAIN, 198A MAIN, and VCB-1-88 MAIN.

o |IF standby power is not desired,
1.
2. Rotate the selector switch at v

OFF. A few battery-powered circu

RESPONSIBILITIES AND CONTROLS

Completion of the following signature lines constitutes approval of this procedure:

Using a HVD-001 key, unlock and disconnect the following disconnect switches in order:

1. ADF-3-88
2. ADF-2-88
3. ADF-4-88
4, AD-1-88

The standby generator will come on automatically.

Use a GGM key to enter the generator house on the cooling tower pad.

its will be the only power remaining.

‘

ertical center of the panel 90 degrees counterclockwise, from AUTO to
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TABLE A: Building 88 Emergency Breaker Information
AREA. . | VOLTAGE [ BKR.LOCATION | - ROOM | BKRNO: L
A/C Cave 1, Hi-Bay west | 480 | Switchgear Room | 067 | 80A3A 1,2
Caves 0,01, &1 480 Switchgear Room 067, E. | LBOA3A 2
E. & W. Wall Outlet quads Switchgear Room 067, E. 80A4A main
240/120 Switchgear Room 067, E. 81A 9
208/120 Equipment Room 045, E. 82A 4
240/120 Equipment Room 045, S. 81C main
240/120 Switchgear Room \ 067 81C 27,31,33,35,37
uads Switchgear Room 067 80A4A main
Cave 3 208/120 Switchgear Room 067 80A3A 13
M32, quads | Switchgear Room 067 80A4A main
M31 (wobbl) | Switchgear Room 067 81A 9,10
M41, 42 G 40 xfmr pad 80A 8
Cave 4 240/120 Switchgear Room 067 81A 10
120V (ALCV) | Switchgear Room 067 81C main
M41, 42 G40 xfmr pad 80A 8
M43 S/E wall xfmr pad GE 170
Caves 4, 4A, 4B, 4C 208/120 Switchgear Room 067 80A3A 13
quads Switchgear Room 067 80A4A main
Cave 4C 200 KW PS Switchgear Room 067 80A3A 10
240/120 Switchgear Room 067 81A 9
Cave 5 480 Switchgear Room 067 80A3A 1
240/120 Switchgear Room 067 81C main
M 51 mag.
Computer Room 240/120 | Switchgear Room | 067 |81A 10
208/120 | Equipment Room | 045 | 82A 12
Control Room and rack power \ Switchgear Room 067 81B main; 80A3A 1,2,3,4; 81C main
Counting Areas (1 63) 480 Switchgear Room 067 80A3A 1,2,3,4
Cooling Tower Pad 480 Switchgear Room | 067 | 80A3A 2
Crane (Hi-Bay) Switchgear Room | 067 | B0OA3A 9
Hi-Bay (161) 200 kW PS Switchgear Room 067 | 80A3A 10
north, east Switchgear Room 067 81A 9
south Switchgear Room 067 80A3A 5
west Switchgear Room 067 80A3A 1;81A 10;82A 7,12
208/120 Switchgear Room 067 80A3A 13
480 Switchgear Room 067 80A3A 14
240/120 Switchgear Room 067 81B1 9
208/120 Equipment Room 045 82A 5
Kiosk, main gate | 480 | Equipment Room | 045 | Bypass Panel CB7
Labs (129-137) 240/120 | Switchgear Room | 067 |81A 13
Mech Tech Shop (147) 240/120 Switchgear Room 067 \ 81A 5
208/120 Equipment Room 045 82A 6
Mod Room (051 G 40 [ximrpad | ADF 2-88
Offices-2nd Floor 480 | Switchgear Room | 067 | BOA3A 5
Offices-1st Floor 240/120 | Equipment Room | 045 | 82A 8
Pit (061) 240/120 Switchgear Room 067 81A 1;81A 6
Diff. Pumps 1 &2 480 Switchgear Room SE corner 4 CB's on east wall
Valley Coils 480 Switchgear Room 067 80A4A 1,3,5,7,9
Outlets 208/120 Equipment Room 045 82A5A 8,9
Trim Coil P.S. 480 G 40 xfmr pad 80A 6;80A 9;80A 11
Main Magnet 480 G198 xfmr pad 198A 1
Rama, Cave Roof 480 | Switchgear Room | 067 | 80A3A 2
Vault 480 | G 40 [xfmrpad | main S.G.
Vault Roof 480 Switchgear Room 067 ‘ 80A3A 13; 80A3A 14; 80A3A 2
240/120 Switchgear Room 067 81A 9
ECR 480 Switchgear Room 067 80A3A 14
Vault Roof north end 80A3A 14B
208/120 Hi-Bay near Cave 4 82B2A
AECR, APE 480/277 G 40 xfmr pad 80AZ
\ 480/277 \ Switchgear Room 067 W 80A2A
480/208 Rama Roof Bank 355A | 355A9A, 10A, 15A
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