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LBNL SWITCHING TAG 
INFORMATION PROCEDURE 

APPLICATION 
Maintenance for BANK 513. 

 
STEP 
NO. 

SUBSTATION 
OR LOCATION OPERATION SWITCH OR 

DEVICE NO. INSTRUCTIONS TIME 
EXECUTED

1   

 

 Personal Protective Equipment Required 
While Performing Switching Operations 

Switchman 

Flash Suit/ 40 cal 
Safety Glasses & Hearing Protection 

Voltage Rated Gloves With Protectors 

Safety Watch 

Safety Glasses 

 

2 Bldg. 48 Notify  Hill Page #1 : 

3 BANK 513 Verify  Open 513A4, 513A5, 
513A6 

Verify Open : 

4 Bldg. 55 Open 513A7A-4 Open : 

5 EG-069-55 Verify EG-069-55 Verify Start and Transfer @B55 & B56 : 

6 BANK 513 Open 513 Main Open Bank 513 Main Breaker & RACK-OUT 
to retrieve Kirk Key for step #9 

: 

7 SW-A6 Open A605 Open A605 Rack Out , Lock & Tag : 

8 SW-A6 Open A615 Open A615 Rack Out , Lock & Tag : 

9 BANK 513 Open ADF-001-55 Open, Lock & Tag : 

10 BANK 513 TEST Meter Test High Voltage Meter : 

11 BANK 513 Probe ADF-001-55 Verify Dead Line 1 & 2, Load side of ADF : 

12 BANK 513 TEST Meter Test High Voltage Meter : 

13 BANK 513 Ground ADF-001-55 Ground Lines 1 & 2 and Load Side of ADF : 

14 BANK 513 TEST Meter Test Low Voltage Meter : 

15 BANK 513 PROBE BANK 513 Probe Bank 513 480 volt sections : 

16 BANK 513 TEST Meter Test Low Voltage Meter : 

17 BANK 513 Remove Bank 513 Remove CPT Fuses : 

18 BANK 513   CLEARANCE AUTHORIZED TO BEGIN 
WORK 

: 

19 Bldg. 48 Notify  Hill Page #2 : 

20     : 

21 BANK 513   MAINTENANCE WORK COMPLETED : 

22 Bldg. 48 Notify  Hill page #3 : 

23 BANK 513 Verify BANK 513 Verify all work complete and 480-volt section 
clear of all test equipment and all feeder 

breakers are open. 513 Main Open & Locked. 
Lock all doors. 

: 
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24 BANK 513 Remove ADF-001-55 Remove all grounds Lines and Load. Check 
ADF to be clear and clean. LOCK 

: 

25 BANK 513 Verify ADF-001-55 Verify ADF-001-55 in Line 1 : 

26 BANK 513 Close ADF-001-55 Close ADF  & Remove Kirk Key for Step #30 
THEN CLEAR PAD 

: 

27 SW-A6 Close A605 Rack-in and close A605. : 

28 SW-A6 Close A615 Rack-in and close A615. : 

29 BANK 513 Verify 513A1, 513A2, 
513A3, 513A7, 

513A8 

Verify Closed, Feeder Breakers 1, 2, 3, 7, 8 & 
CPT Fuses Installed 

: 

30 BANK 513 Close Bank 513 Rack-in & Close Bank 513 Main : 

31 EG-069-55 Verify EG-069-55 Verify generator transfer (B55 & 56) and 
stopped and B55A, 60, 63, 67 Trailers, 71F, 

71J, & 71T power restored 

: 

32 Bldg. 48 Notify  Hill Page #2 : 

33     : 

34     : 

35     : 

36     : 

37     : 

38     : 
 
 

J. Murphy  4/06/2007     
SWITCHING PREPARED BY  DATE  SWITCHING CHECKED BY  DATE 

       
SWITCHING EXECUTED BY  DATE  ELECTRICIAN IN CHARGE  DATE 

 
 
 
 
RESPONSIBILITIES AND CONTROLS 
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